Tlerracon

July 7, 2010

Yellowstone County Commissioners
C/O Hulteng Inc.

234 Moore Lane

Billings, Montana 59107

Phone: (406)655-1116

Re: Asbestos Services
Metra Building
308 6" Avenue North
Billings, Montana
Terracon Project No. 26107050

Dear County Commissioners:

Terracon conducted NESHAP and State of Montana asbestos survey at the Metra Building
(Rimrock Auto Arena) located at 308 6" Avenue North in Billings, Montana. As outlined in our
proposal dated July 1, 2010, our scope of service was limited to the identification of suspect
asbestos-containing materials (ACM), collection of bulk samples of suspect ACM, collection of
area air samples, submission of the samples to an accredited laboratory and reporting the
analytical results.

Air Monitoring

Area air sampling using Phase Contrast Microscopy (PCM) methods was performed on July 1 and
July 3, 2010. A total of eight (8) air samples were collected. Four (4) samples were obtained from
inside the Metra Building and four (4) samples were obtained at areas adjacent to the building
outside the building shell. Air samples were submitted to Pace Analytical Services, Inc. and
EMSL Analytical, Inc. for analysis by PCM methods. All samples results were below the OSHA 8-
hour time weighted average (TWA) exposure limit for asbestos and the State of Montana
requirements for re-occupancy of a building following asbestos abatement operations.

The test results for the area air sampling are included in Appendix A.
NESHAP and State of Montana Asbestos Renovation/Demolition Survey

The asbestos survey was performed on June 30 and July 3, 2010 by State of Montana
accredited asbestos building inspectors in general accordance with our proposal dated July 1,
2010. Sixty (60) bulk samples were collected from eighteen (18) homogeneous areas of
suspect ACM. Bulk samples were submitted under chain of custody to Pace Analytical Services,
Inc. and EMSL Analytical, Inc for analysis by polarized light microscopy with dispersion staining
techniques per EPA methodology (40 CFR 763, Subpart F). The percentage of asbestos, where
applicable, was determined by microscopical visual estimation.

Based on the results of laboratory analysis, the following materials were confirmed to contain
asbestos:

e Exterior elastomeric caulking covering backer rod for building control joints.

Terracon Consultants, Inc. 2110 Overland Avenue, Suite 124  Billings, Montana 59102
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Asbestos Services 1r
Metra Building m Billings, Montana Effacon

July 7, 2010 = Terracon Project No. 26107050
The test results for the bulk samples are included in Appendix B.

Recommendations

Terracon recommends that contractors performing work in the building be immediately informed of
the presence of asbestos in the exterior elastomeric caulking covering backer rod for building
control joints between the fascia and soffit in the exterior ticket entry area. Elastomeric caulking
covering backer rod may be used in other locations such as building wall joints. If the material is
observed in other locations, it should be assumed to contain asbestos and should not be
disturbed. The elastomeric caulking covering the backer rod should be abated prior to operations
that will disturb the material. This will require the services of a State of Montana certified asbestos
contractor and an asbestos abatement design performed by a State of Montana certified asbestos
project designer.

Limitations

This survey was conducted in a manner consistent with the level of care and skill ordinarily
exercised by members of the profession currently practicing under similar conditions in the same
locale. The results, findings, conclusions and recommendations expressed in this report are
based on conditions observed during the time of our survey. This letter report has been prepared
on behalf of and exclusively for use and reliance by the Client. This report is not a bidding
document. Contractors or consultants reviewing this limited report must draw their own
conclusions regarding further investigation or remediation deemed necessary. Terracon does not
warrant the work of regulatory agencies, laboratories or other third parties supplying information,
which may have been used in the preparation of this report. No warranty, express or implied is
made.

Terracon appreciates the opportunity to provide this service to the Yellowstone County
Commissioners. If you have any questions regarding this report, please contact the undersigned
at (406) 656-3072.

Sincerely,
1lerracon

Zﬁéf&w ‘}”:Zd}éy“ for

Robert B. Brownell L. Foust
Senior Staff Environmental Scientist Senior Staff Environmental Scientist

Attachments: Appendix A

Appendix B
Appendix C

Reliable m Responsive m Convenient m Innovative 2
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Air Monitoring Results



Pace Analytical Services, Inc.

;@ 602 S 25th Street
aceAnalytical Bilings, MT 591014549
www.pacelabs.com (406)254-7226
REPORT TO: Robert Brownell DATE: July 02, 2010
Terracen PACE PROJECT NO: 10132715
2110 Overland Ave. PAGE: 10f2

Suite 124

Billings, MT 59102
REPORT OF: Air Quality Analysis - Asbestos

CASE NARRATIVE:

On July 2, 2010, our laboratory received 2 filter cassette(s). Our laboratory analyzed them in general accordance with NIOSH
Method 7400, Revision 3, Issue 2, 15 August 1994 for phase contrast microscopy analysis. This method is limited to the
quantification of fibers greater than five micrometers long with an aspect ratio of 3:1. It does not distinguish between asbestos
and non-asbestos fibers. A < sign indicates the value reported was the limit of detection for samples using the method

described.
Our laboratory is enrolled in the Proficiency Analytical Testing Program for phase contrast microscopy.

Analyst/Approved Signatory

| e ss

Project Manager

Michael J. OmesUab;rator;' Technician [I}

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, Inc.




Asbestos Exposure Monitoring Log

8-Hour Exp. TWA
(Fibers/cc})

ceAnalytical by NIOSH 7400 method
Terracon 26107050 Metra Park Rimrock Auto Arena
Work Order No/ Date Sample Sample Fiber Density Fiber Conc.
Sample No Analyzed identity Date Sampled Volume (L) (Fibers/mm2) (Fibers/cc)
10132715

1 2-Jul-10 MP-1 1-Jul-10 1264 26.1 0.008

2 2-Jul-10 MP-2 2-Jul-10 1241 115 0.004
* Analysis not requested TWA=Time Welghted Average

Prepared, counted, and calculated in Pace Analytical Services, Inc.
accordance with the NIOSH 7400 Method 602 S 25th Street
MTO06 Rev.05 (23Feb10) Billings, MT 59101

Page 2 of 2
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EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339

Atn:Robert Brownell CustomerID: ~ TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003339
Billings, MT 59102

Fax: (406) 656-3578 Phone: (406) 656-3072 EMSL Proj:

Project: 26107050/Rimrock Auto Arena Analysis Date: 7/6/2010

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method,
Revision 3, Issue 2, 8/15/94

Volume LOD Fibers/ Fibers/
Sample Location Sample Date (liters) Fibers Fields (fib/cc) mm? cc  Notes
MP-3 Outdoor Perimeter Air 7/3/2010 1254.00 <55 100 0.002 <7.01 <0.002
071008339-0001 Sample NW Patio Area
MP-4 Outdoor Perimeter Air 7/3/2010 1254.00 <55 100 0.002 <7.01 <0.002
071003539-0002 Sample NE Patio Area
MP-5 Outdoor Perimeter Air 7/3/2010  1235.00 <55 100 0.002 <7.01 <0.002
071003339-0003 gi’ng‘lple SW Corner Of
MP-6 Outdoor Perimeter Air 7/3/2010 1263.50 <55 100 0.002 <7.01 <0.002
071003339-0004 33';5%:‘/\/ Corner Of
MP-7 Indoor Air Sample- 7/3/2010 1235.00 <55 100 0.002 <7.01 <0.002
071003339-0005 gﬂfg? f West Wall
MP-8 Indoor Air Sample- 7/3/2010 1235.00 <55 100 0.002 <7.01 <0.002

i Fl
071003339-0006 Middle Of Arena Floor

No discernable field blanks submitted with this sample set.

Initial report from 07/06/2010 13:58:22

Analyst(s) _:;Zf? m‘td/i_rx\\__ﬂ

Thomas Michel (6)

Kara Master, Laboratory Manager
or other approved signatory

Limit of detection is 7 fibers/mm?2 Interlaboratory Sr values: 5-20 fibers = 0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20. The laboratory is not responsible for data reported in fibers/cc,
which is dependent on volume collected by non-laboratory personnel. This report relates only to the samples reported above. This report may not be reproduced, except in full, without
written approval by EMSL. Results have been blank corrected as applicable. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA

Test Report PCM-7.12.0 Printed: 7/6/2010 1:58:28 PM THIS IS THE LAST PAGE OF THE REPORT.
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Appendix B

Bulk Sampling Results



Pace Analytical Services, Inc.

. P 602 S 25th Street
aceAnaMlcal Billings, MT 591014549
www.pacelsbs.com {406)254-7226
REPORT TO: Robert Brownell DATE: June 30, 2010
Terracon PACE PROJECT NO: 10132485
2110 Overland Ave. PAGE: 10f2

Suite 124

Billings, MT 59102

REPORT OF: Building Material Analysis - Misc. Sampling
26107001

CASE NARRATIVE:

On June 30, 2010, our laboratory received 3 building material sample(s) from the client. The asbestos analysis was performed
in accordance with EPA/600/R-93/116.

All reported percentages are "by weight" visual estimates.

1 - 5%, true concentrations may vary + 2% from the reported value.

5 - 10%, true concentrations may vary * 9% from the reported value.

10 - 50%, true concentrations may vary + 15% from the reported value.
50 - 100%, true concentrations may vary = 15% from the reported value.

The samples will be held for sixty (60) days from the date of this report.

A < sign indicates the value reported was the practical quantitation limit for this sample using the method described.
Concentrations of analyte, if present, below this were not quantifiable.

Our laboratory is accredited by the National Institute of Standards and Technology's National Voluntary Laboratory
Accreditation Program (NVLAP), Laboratory Code No. 101292-0.

This report may not be used to claim a product endorsement by NVLAP or any agency of the U.S. government.

Project Manager Analyst/Approved Signatory

1. C 7\"L_Aﬂ/§ <
Shenryl Adaﬂor _ Michael J. Otnesg}- aboratory Technician Il
Laura Brent # Project Manager

laura.brent@pacelabs.com

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, Inc.
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Building Material Analysis
Ashestos Content

Terracon
Misc. Sampling 26107001

Pace Analytical Services, Inc.

Billings Laboratary
602 South 25th Street

Billings, MT 59101

Lab Number Date Sample Sample Description Asbestos Identification Non-Asbestos Material
Analyzed ldentification Layers Color Matrix and Estimated Quantity Identification

10132485001 6/30/2010 South Entry 11 Brown TSI (100%) None Detected 15% Cellulose

10% Vermiculite

75% Nonfibrous Binder
10132485002 6/30/2010  North Entrance 11 Brown TSI (100%) None Detected 15% Cellulose

10% Vermiculite

75% Nonfibrous Binder
70132485003 _ 6/30/2010 WestEntrance  #/1_ Brown TSI None Detected 15% Cellulose

White Paint (100%)

10% Vermiculite
75% Nonfibrous Binder

Page 2 of 2
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EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339
Fax: (770) 956-6181

ail: atlanialab@emsl.com

: (770) 956-9150

Atin:  Robert Brownell

Customer ID: TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003347
Billings, MT 59102
Eax.: | (4016;) 65(:357: . Phone: (f106) 656-3072 EMSL Proj:
roject:  26107024/Asbestos Services-Metra-Rimrock Auto Arena Analysis Date: 7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
M7.1.A 12x12 CT (Off Brown 100% Non-fibrous (other) None Detected
071003347-0001 Wht/Fissur.)Center - Non-Fibrous
Of Nwall W Heterogeneous
Lobby
M7.1.8 12x12 CT (Off Brown 100% Non-fibrous (other) None Detected
071003347-0002 Wht/Fissur.)Center - Non.Fibrous
Of N Wall E Lobby  Hgterogeneous
M7.1.C 12x12 CT (Off Brown 100% Non-fibrous (other) None Detected
071003347-0003 Wht/Fissur.)Center - Non-Fibrous
Of NE Corn. E Lob Heterogeneous
M8.1.A CT Mastic/Center  Brown 100% Non-fibrous (other) None Detected
071003347-0004 Of N Wall W Lobby - Non-Fibrous
Heterogeneous
M8.1.B CT Mastic/Center  Brown 100% Non-fibrous (other) None Detected
071003347-0005 Of N Wall ELobby  Non-Fibrous
Heterogeneous
M8.1.C CT Mastic/NE Brown 100% Non-fibrous (other) None Detected
071003347-0006 Corner Of ELobby  Non-Fibrous
Heterogeneous

Fnitial report from 07/06/2010 17:25:34

Analyst(s)

F:zfl:’mm'?jﬁu\"\\

Kara Master, Laboratory Manager

Anthony Sanaie (67)
or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be
used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM




EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339
9181

Email: atlantalab@emsl.com

]

Attn:  Robert Brownell

Customer ID: TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM

Suite 124 EMSL Order: 071003347 .
Billings, MT 59102

Fax: (406) 656-3578 Phone: (406) 656-3072

Project: - 26107024/Asbestos Services-Metra-Rimrock Auto Arena

EMSL Proj:
Analysis Date:

71612010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos

Sample Description Appearance % Fibrous % Non-Fibrous % Type
M.6.1.A 2x2 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
0710033470007 Panel (Wht —  Non-Fibrous

W/Fiss.) Women's Heterogeneous

RRU
M.6.1.B 2x2 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
071003347-0008 Pa"‘?‘ (Wht Non-Fibrous

W/Fiss.) Center Heterogeneous

Of Rm
M.6.1.C 2x2 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
071003347-0009 Panel (Wht Non-Fibrous

W/Fiss.) E Corridor Heterogeneous
M6.2A 2x2 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
071003347-0010 Panels Big Non-Fibrous

Fiss./Pinholes-NW Heterogeneous

Cor
M.6.2.B 2x2 Layin Ceilng ~ Brown 100% Non-fibrous (other) None Detected
071003347-0011 Panels Big Non-Fibrous

Fiss./Pinholes- Heterogeneous

Center
M.6.2.C 2x2 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
0710033470012 Panels Big Non-Fibrous

Fiss./Pinholes-NW Heterogeneous

Cor

Initial report from 07/06/2010 17:25:34

Analyst(s)

v 7

Kara Master, Laboratory Manager

Anthony Sanaie (67)
or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be
used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM



EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339
Phone: (770) 956 ax: {3 ail: atle

PR Y

Attn:

": Robert Brownell Custorner ID: TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003347
Billings, MT 59102

:;ax.: (26) iiiis? - Phone: ﬁoe) 656-3072 EMSL Proj

roject: 26107 sbestos Services-Metra-Rimrock Auto Arena Analysis Date: 7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
M1.1.A-Joint Shestrock & Brown 100% Non-fibrous (other) None Detected
Compound JC/Lower Level, S Non-Fibrous
071003347-0013 Wall E Of Roll Up
Do Heterogeneous
M1.1.A-Drywall Sheetrock & Brown 100% Non-fibrous (other) None Detected
071003347-0013A JC/Lower Level, S Non-Fibrous
Wall EOf RolUp  Heterogeneous
Do
M1.1.B-Joint Sheetrock & Brown 100% Non-fibrous (other) None Detected
Compound JC/Outside Non-Fibrous
071003347-0014 Womens RR SE
Section Main F Heterogeneous
M1.1.B-Drywall Sheetrock & Brown 100% Non-fibrous (other) None Detected
071003347-0014A JC/Outside Non-Fibrous
Womens RRSE  Heterogeneous
Section Main F
M1.1.C-Joint Sheetrock & JC/S  Brown 100% Non-fibrous (other) None Detected
Compound Wall E Lobby Non-Fibrous
071003347-0015
Heterogeneous
M1.1.C-Drywall Sheetrock & JC/S ~ Brown 100% Non-fibrous (other) None Detected
071003347-0015A Wall E Lobby Non-Fibrous
Heterogeneous

Initial report from 07/06/2010 17:25:34

Analyst(s)

Anthony Sanaie (67)

Kara Master, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be

used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM
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EMSL Analytical, Inc

1800 Water Place, Suite 228, Atlanta, GA 30339

Atn: Robert Brownell
Terracon Consultants, Inc.
2110 Overland Ave.
Suite 124
Billings, MT 59102

Fax: (406) 656-3578

Project: 26107024/Asbestos Services-Metra-Rimrock Auto Arena

(770) 956-9150

Fax:

Phone: (406) 656-3072

(770) 956-9181

Email: ¢

Customer ID:
Customer PO:
Received:
EMSL Order:

EMSL Proj:
Analysis Date:

TERRG2

07/06/10 8:10 AM
071003347

7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
M1.2.A-Joint Sheetrock & Brown 100% Non-fibrous (other) None Detected
Compound JC/NW Corner Non-Fibrous
071003347-0016 Suite #7
Heterogeneous
M1.2.A-Drywall Sheetrock & Brown 100% Non-fibrous (other) None Detected
071003347-0016A JC/NW Corner Non-Fibrous
Suite #7 Heterogeneous
M1.2.B-Joint Sheetrock & Brown 100% Non-fibrous (other) None Detected
Compound JC/SE Corner Of  Non-Fibrous
071003347-0017 Sky Box #4
Heterogeneous
M1.2.B-Drywall Sheetrock & Brown 100% Non-fibrous (other) None Detected
071003347-0017A JC/SE Corner Of  Non-Fibrous
Sky Box #4 Heterogeneous
M1.2.C-Joint Sheetrock & Brown 100% Non-fibrous (other) None Detected
Compound JC/SW Corner Of  Non-Fibrous
071003347-0018 Sky Box #9
Heterogeneous
M1.2.C-Drywall Sheetrock & Brown 100% Non-fibrous (other) None Detected
071003347-0018A JC/SW Corner Of  Non-Fibrous
Sky Box #9 Heterogeneous

Initial report from 07/06/2010 17:25:34

Analyst(s)

Anthony Sanaie (67)

W’;%}““V\AH—‘\“\___ !

Kara Master, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be

used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition uniess otherwise noted.

l Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM




EMSL Analytical, Inc

Atin:  Robert Brownell

Customer ID: TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003347
Billings, MT 59102
::axj (26) 656-3578 . Phone: (ftoe) 656-3072 EMSL Proj
roject: 26107024/Asbestos Services-Metra-Rimrock Auto Arena Analysis Date: 7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
MS.1.A 2x4 Layin Ceiling  Brown 100% Non-fibrous (other) None Detected
071003347-0019 Panels Non-Fibrous
(Sm)Center Heterogeneous
Concessions-W
MS.1.B 2x4 Layin Ceiling  Brown 100% Non-fibrous (other) None Detected
0710033470020 Panels Non-Fibrous
(Sm)Center Heterogeneous
Concessions-LL
MS.1.C 2x4 Layin Ceiling  Brown 100% Non-fibrous (other) None Detected
071003347-0021 Panels Non-Fibrous
' (Sm)Center Heterogeneous
Concessions-SW
MS.2.A 2x4 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
071003347-0022 Panel-Center Of Non-Fibrous
Rm 6 LL-Wht W/Fi Heterogeneous
MS.2.B 2x4 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
071003347-0023 Panel-SW Corner-  Non-Fibrous
Rm 6 LL-Wht W/Fi Heterogeneous
MS2.C 2x4 Layin Ceiling  Brown 100% Non-fibrous (other) None Detected
071003347-0024 Panel-SE Comer  Non-Fibrous
. Of Rm #6 LL-Wht Heterogeneous

Initial report from 07/06/2010 17:25:34

Analyst(s)

-

Kara Master, Laboratory Manager

Anthony Sanaie (67)
or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be
used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1
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EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339
56-9

Atn:  Robert Brownell

Customer ID: TERR62
Terracon Consultants, inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003347
Billings, MT 59102
Fax.: (4;(?'6)7656-3578 . Phone: (406) 656-3072 EMSL Proj:
Project:  26107024/Asbestos Services-Metra-Rimrock Auto Arena Analysis Date: 7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos

Sample Description Appearance % Fibrous % Non-Fibrous % Type
MS.3.A 2x4 Layin Ceilng ~ Brown 100% Non-fibrous (other) None Detected
071003347-0025 Panel-Center Of Non-Fibrous

W WallRm4-LL  Heterogeneous
MS.3.B 2x4 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
071003347-0026 Panel-N Side Of  Non-Fibrous

Rm4 LL(W/Fis)  Heterogeneous
MS.3.C 2x4 Layin Ceiling  Brown 100% Non-fibrous (other) None Detected
071003347-0027 Panel-SE Section  Non-Fibrous

OfRm4LL(W/F  Heterogeneous
MS.4.A 2x4 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
071003347-0028 Panels (Brn) Non-Fibrous

Storage Rm For Heterogeneous

Conc
MS.4.B 2x4 Layin Ceiling  Brown 100% Non-fibrous (other) None Detected
071003347-0029 Panels (Brn) W Non-Fibrous

WallRm48 LL Heterogeneous
MS.4.C 2x4 Layin Ceiling ~ Brown 100% Non-fibrous (other) None Detected
071003347-0030 Panels (Br)SE  Non-Fibrous

Corner Rm48 LL Heterogeneous
MS.5.A 2x4 Layin Ceiling  Brown 100% Non-fibrous (other) None Detected
071003347-0031 Panel-SW Corner  Non-Fibrous

OfRM76 LL-SM F  pyeterogeneous

Initial report from 07/06/2010 17:25:34

Analyst(s)

Anthony Sanaie (67)

Kool

Kara Master, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be
used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM




EMSL Analytical, Inc

Attn;

" Robert Brownell Customer ID: TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003347
Billings, MT 59102

Fax: (406) 656-3578 Phone: (406) 656-3072 EMSL Proj:

Project:  26107024/Asbestos Services-Metra-Rimrock Auto Arena Analysis Date: 7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
MS.5.8 2x4 Layin Ceiing ~ Brown 100% Non-fibrous (other) None Detected
071003347-0032 Panel-NW Corner  Non-Fibrous
OfRM74LL-SmF  peteragencous
MS.5.C 2x4 Layin Ceiing  Brown 100% Non-fibrous (other) None Detected
071003347-0033 Panel-Center Of  Non-Fibrous
W WallRm 71 LL- Heterogeneous
83.1A Spray-on Brown 100% Non-fibrous (other) None Detected
0710033470034 Fireproofing Btm  Non-Fibrous
- Of Beam Flance Heterogeneous
Middle O
83.1B Spray-on Brown 100% Non-fibrous (other) None Detected
071003347-0035 Fireproofing Non-Fibrous
Underside- Heterogeneous
Conc.Stands-Rm
114
S3.1C Spray-on Brown 100% Non-fibrous (other) None Detected
0710033470036 Fireproofing Non-Fibrous
Underside-Stnds Heterogeneous
Rm 158
S3.1D Spray-on Brown 100% Non-fibrous (other) None Detected
071003347-0037 Fireproofing Non-Fibrous

Middle Of Rm 201 eterogeneous

Initial report from 07/06/2010 17:25:34

) l
Analyst(s) /Zl B ,,L!/fm

Anthony Sanaie (67) Kara Master, Laboratory Manager
or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be
used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM




EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339
il:

atlantalab@e

Atn: Robert Brownell
Terracon Consultants, Inc.
2110 Overland Ave.
Suite 124
Billings, MT 59102

Fax: (406) 656-3578

Project:

Phone:

(406) 656-3072
26107024/Asbestos Services-Metra-Rimrock Auto Arena

D R TS TS

Customer ID: TERR62
Customer PO:

Received: 07/06/10 8:10 AM
EMSL Order: 071003347
EMSL Proj:

Analysis Date: 7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos

Sample Description Appearance % Fibrous % Non-Fibrous % Type
M18.1A HVAC Tape/Adh.- Brown 100% Non-fibrous (other) None Detected
071003347-0038 Wht-Middle Of Rm  Non-Fibrous

205 Heterogeneous
M18.1B HVAC TapelAdh.- Brown 100% Non-fibrous (other) None Detected
071003347-0039 Wht-Middle Of Rm  Non-Fibrous

201 E End Of Heterogeneous

Foyer
M18.1C HVAC Tape/Adh-  Brown 100% Non-fibrous (other) None Detected
071003347-0040 Wht-Middle Of Rm  Non-Fibrous

201 W End Of Heterogeneous

Foyer
M19.1A HVAC Duct Brown 100% Non-fibrous (other) None Detected
071003347-0041 Exterior Pt-Acct. Non-Fibrous

Office S 1/2Rm Heterogeneous

212
M19.1B HVAC Duct Brown 100% Non-fibrous (other) None Detected
071003347-0042 Exterior Pt-Acct.  Non-Fibrous

Office N 1/2Rm Heterogeneous

212
M19.1C HVAC Duct Brown 100% Non-fibrous (other) None Detected
071003347-0043 Exterior Pt-Hallway  Non-Fibrous

Rm 201A Heterogeneous

Initial report from 07/06/2010 17:25:34

Analyst(s)

Anthony Sanaie (67)

s j%*V’\AIMM\M

Kara Master, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be

used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bou nd materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.
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Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM




EMSL Analytical, Inc

1800 Water Place, Suite 228, Atlanta, GA 30339

Attn: Robert Brownell
Terracon Consultants, Inc.
2110 Overland Ave.
Suite 124
Billings, MT 59102

Fax: (406) 656-3578

Project:

Phona: (770) 856-8150

Phone:

Fa!

(406) 656-3072
26107024/Asbestos Services-Metra-Rimrock Auto Arena

(770) 956-0181

Emai

Customer ID:
Customer PO:
Received:
EMSL Order:

EMSL Proj:
Analysis Date:

TERR62

07/06/10 8:10 AM
071003347

716/12010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
T11.1A Roof Drain Bowl ~ Brown 100% Non-fibrous (other) None Detected
071003347-0044 Insul-2nd Fir Bar  Non-Fibrous
Rm 209 NW Heterogeneous
Corner
M3.1.A Exterior Plaster-  Gray 100% Non-fibrous (other) None Detected
071003347-0045 NE Corner Of Non-Fibrous
Bldg. Soffit Heterogeneous
M3.1.B Exterior Plaster-N  Gray 100% Non-fibrous (other) None Detected
071003347-0046 Center Soffit OS  Non-Fibrous
Ticket Windows Heterogeneous
M3.1.C Exterior Plaster-  Gray 100% Non-fibrous (other) None Detected
0710033470047 NW Corner Of Non-Fibrous
Bldg. Soffit Heterogeneous
S5.1A Exterior Spray-on  Brown 100% Non-fibrous (other) None Detected
071003347-0048 Texture On Non-Fibrous
Concrete SE Heterogeneous
Corner
$5.1B Exterior Spray-on  Brown 100% Non-fibrous (other) None Detected
071003347-0049 Texture On Non-Fibrous
Concrete Center  eterogeneous
of s

Initial report from 07/06/2010 17:25:34

Analyst(s)

Anthony Sanaie (67)

.,-—’;' /' .
A f I/

o »

Kara Master, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test resuits are the responsibility of the client. This report must not be

used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM




EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339
Phona: (770) 956-8150 Fax: (770) 956~ Emai

Attn:  Robert Brownell

Customer ID: TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003347
Billings, MT 59102
Fax': | ;4(:6)7656-3578 _ Phone: (faos) 656-3072 EMSL Proj
Project:  26107024/Asbestos Services-Metra-Rimrock Auto Arena Analysis Date: 7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
$5.1C Exterior Spray-on  Brown 100% Non-fibrous (other) None Detected
071003347-0050 Texture On Non-Fibrous
Concrete SW Heterogeneous
Corner Of
$5.1D Exterior Spray-on  Brown 100% Non-fibrous (other) None Detected
071003347-0051 Texture On Non-Fibrous
Concrete-E Side Heterogeneous
of BI
S5.1E Exterior Spray-on  Brown 100% Non-fibrous (other) None Detected
071003347-0052 Texture On Non-Fibrous
Concrete NW Heterogeneous
Corner Of
S5.1F Exterior Spray-on  Brown 100% Non-fibrous (other) None Detected
0710033470053 Texture On Non-Fibrous
Concrete Center Heterogeneous
W Sid
M16.1A Exterior Backer Brown 97% Non-fibrous (other) 3% Chrysotile
071003347-0054 Rod-NE Entrance  Non-Fibrous
To Ticket Sales Heterogeneous
M16.1B Exterior Backer St°PA':°T“iVZ (Not
071003347-0055 Rod-Center Of N alyzed)
Side By Ticket Sal

Initial report from 07/06/2010 17:25:34

s
Kara Master, Laboratory Manager
or other approved signatory

Analyst(s)

Anthony Sanaie (67)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be
used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Piace, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM



EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339

770) 956-9150 Fax: (770) 956-0181 Emai

Phone

Attn: Robert Brownell

Customer ID: TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003347
Billings, MT 59102
Fax.: (406) 656-3578 . Phone: (f106) 656-3072 EMSL Proj
Project: 26107024/Asbestos Services-Metra-Rimrock Auto Arena Analysis Date: 7/6/2010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
M16.1C Exterior Backer Stop Positive (Not
071003347-0056 Rod-NW Entrance Analyzed)
To Ticket Sales
M9.1A Wall Covebase Brown 100% Non-fibrous (other) None Detected
071003347-0057 Mastic-2nd Fir- Non-Fibrous
Storage Rm NE Heterogeneous
Corner
M9.1B Wall Covebase  Brown 100% Non-fibrous (other) None Detected
0710033470058 Mastic-1st Fir- Non-Fibrous
Ticket Offices Heterogeneous
M9.1C Wall Covebase Brown 100% Non-fibrous (other) None Detected
071003347-0059 Mastic-2nd Fir Non-Fibrous
Concessions Heterogeneous
Stand For
S1.1A Sprayed Applied ~ White 100% Non-fibrous (other) None Detected
071003347-0060 Wall Texture-LL  Non-Fibrous
Storage II-E Wall Heterogeneous
§1.1B Sprayed Applied  White 100% Non-fibrous (other) None Detected
071003347-0061 Wall Texture-LL  Non-Fibrous
Rm 11 SE Corner Heterogeneous

Initial report from 07/06/2010 17:25:34

Analyst(s)

ﬁiwﬂf’u’\‘wM

Kara Master, Laboratory Manager
or other approved signatory

Anthony Sanaie (67)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be
used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM
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EMSL Analytical, Inc
1800 Water Place, Suite 228, Atlanta, GA 30339
Ph ) 956-9150 Fax: (770) 956-2181

Email:

Attn:

" Robert Brownell Customer ID: TERR62
Terracon Consultants, Inc. Customer PO:
2110 Overland Ave. Received: 07/06/10 8:10 AM
Suite 124 EMSL Order: 071003347
Billings, MT 59102

Fax: (406) 656-3578 Phone: (406) 656-3072 EMSL Proj:

Project:  26107024/Asbestos Services-Metra-Rimrock Auto Arena Analysis Dte: 71612010

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos | Asbestos

Sample Description Appearance % Fibrous % Non-Fibrous % Type
s1.1C Sprayed Applied  White 100% Non-fibrous (other) None Detected
071003347-0062 Wall Texture-LL  Non-Fibrous

Rm 11 SW Corner Heterogeneous
S5.1G Exterior Spray-on  Brown 100% Non-fibrous (other) None Detected
071003347-0063 Texture On Non-Fibrous

Concrete NW Heterogeneous

Corner-Co

Initial report from 07/06/2010 17:25:34

e
Analyst(s) A (i’{/’\AfLﬁ'\‘\

Anthony Sanaie (67) Kara Master, Laboratory Manager
or other approved signatory

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL
bears no responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be
used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal govemment. Non-friable organically bound materials present a
problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc 1800 Water Place, Suite 228, Atlanta GA NVLAP Lab Code 101048-1

Test Report PLM-7.21.0 Printed: 7/6/2010 5:28:50 PM

THIS IS THE LAST PAGE OF THE REPORT.
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Appendix C

Terracon Qualifications
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has met the requirements-of: Mentzﬂ A }nlstratwe Rule 17.74.362
and/or 17 74.363 for aggreE itation m the oll@wmg asbestos-type
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